ELECTRIC SERVICE

REQUIREMENTS — RESIDENTIAL
Community Development ¢ Planning & Building
2263 Santa Clara Ave., Rm. 190

Alameda, CA 94501-4477

alamedaca.gov

510.747.6800 « F: 510.865.4053 « TDD: 510.522.7538
Hours: 7:30 a.m.—3:30 p.m., M-Th
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GENERAL NOTES:
1. #5 AWG BOMDING JUMPER REQUIRED BETWEEM INTERMAL CAS FIPING AMD WATER FIRPING.

2, CONDUCTORS AND RIGID CONDUIT SIZES SHALL BE IN ACCORDANMCE WITH APPLICABLE
ALAMEDA MUNICIPAL CODE,/CAUFORNIA ELECTRICAL CODE.
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PLAN VIEW NOTES:
1. DISTANCE BETWEEN PROPERTY LINE AND METER UP TO 200 AMPERES
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