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SHEET NOTES:

PULL (N) FEEDERS AND RE—USED (E) CONDUIT FROM (E) PANEL TO
(N) DISTRIBUTION PANEL. EXTEND (N) CABLES/CONDUITS FOR A

COMPLETE INSTALLATION.

ALTERNATIVE BID PRICE. INSTALL (N) FEEDERS AND (N) CONDUITS OF SAME SIZE.
FOR FEEDER AND CONDUIT SIZE REFER TO (N) SLD.

EXTEND (E) WIRING/CONDUITS TO (N) LOCATION AS REQUIRED.
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